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10-25

10-23

10-24 See responses to Comments 10-21 and 2-1.

10-25 Transport, storage and use of all chemicals, including ammonia, would be in accordance with all
applicable laws, regulations and ordinances. These chemicals are currently used in all generating
plants operating in the region. The risks associated with the proposed use of aqueous ammonia
(19 percent solution of ammonia in water) are much lower than those associated with anhydrous
ammonia. Aqueous ammonia is not on the USEPA’s list of extremely hazardous chemicals.

A detailed analysis of the incidents of “Hypothetical Ammonia Releases,” which is the most likely
chemical release accident to occur at the facility with the potential for off-site impacts was
included in the Environmental Impact Statement for the proposed Wallula Power Plant Project.
Due to the proximity of the Wallula plant to the project area, and the similarity of their
environments, the results of that analysis is applicable to the Wanapa project.1

                                                          
1Web address for Wallala Final EIS.
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10-26 See the responses to Comments 10-21 and 2-1.

10-27 The risks associated with the proposed use of aqueous ammonia (19 percent solution of ammonia
in water) are much lower than those associated with anhydrous ammonia. Aqueous ammonia is
not on the USEPA’s list of extremely hazardous chemicals. As the commenter accurately points
out, most of the hazards and consequences listed by the commenter are associated with use of
anhydrous ammonia and not aqueous Ammonia. A spill of aqueous ammonia would behave as any
liquid spill and the emergency team would immediately responded to minimize potential impacts
to environmental resources or the local population. The transportation, storage, and handling of the
aqueous Ammonia would be in accordance with the applicable and governing laws, regulations,
codes and standards. The use of SCONOx is discussed in response to Comment 10-22 above.

The facility would be subject to the USEPA’s Accidental Release Prevention Program (ARPP)
regulations for ammonia (40 CFR Part 68). The ARPP would require the facility to implement the
following procedures to minimize the potential for accidental releases.

Develop a quality control program to ensure that all equipment used in the ammonia
system is designed according to industry standards.

Develop standard operating procedures for operation, inspection, and maintenance of the
ammonia system.

Conduct annual worker training for the ammonia system.

Conduct a Process Hazard Analysis for the ammonia system to identify equipment or
operations with a potential for accidental release, then mitigate those identified problems.

Develop an Emergency Response Plan for the ammonia system, describing alarms and
procedures to repair leaking equipment.

Submit a Risk Management Plan to the USEPA, predicting the downwind impacts caused
by hypothetical accidental releases of ammonia.

Conduct periodic audits of the accidental release prevention program.
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10-28 See response to Comment 6-2.

The project would have an impact on ambient concentrations of PM10. Based on dispersion
modeling of the facility, it has been determined that the project’s impacts would be below
modeling significance thresholds at most locations in the vicinity. These significance thresholds
are set at levels representing 2 percent of the annual National Ambient Air Quality Standard
(NAAQS) for PM10, and 3.3 percent of the 24-hour NAAQS for PM10. The locations where an
impact is modeled at levels higher than the modeling significance thresholds are shown in the
figures provided with the response to Comment 6-2 for the two different averaging periods. The
maximum impact from Wanapa at any location and time is 8.73 µg/m3 on an annual average
(17 percent of the annual NAAQS), and 28.52 µg/m3 on a 24-hour average (19 percent of the
24-hour NAAQS).

The USEPA, as required by the Clean Air Act, sets the relevant NAAQS at levels that protect
public health with an adequate margin of safety. The standards are scientifically based and
undergo review at least every ten years, and include a public involvement process and review by
the Clean Air Scientific Advisory Committee. Pollutants in the ambient air at levels below the
NAAQS may still result in some health impacts in certain portions of the population.

A refined, or more detailed analysis has been conducted at locations where Wanapa shows a
significant impact in the significance modeling analysis. This refined analysis, provided in the
PSD application to the USEPA, demonstrates that the impacts from Wanapa, when added to the
impacts from other nearby sources and background PM10 concentrations, would remain below the
NAAQS and PSD Increments even at the locations with the highest localized impact.
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10-29 The scope of the project is unique in that a portion of the project is exempt from EFSC (the plant
site) because of the location of the project on tribal land. The BIA’s obligation under NEPA is to
address the entire project so that impacts of the components are disclosed. However, consistent
with many other projects, authorizations must also be obtained from other federal as well as state
and local agencies for the project to proceed. The BIA, the BPA, and the Reclamation Records of
Decision would document that these other approvals must be obtained prior to the beginning of
construction. The project, although not directly under EFSC jurisdiction, would still comply and
exceed EFSC environmental trust fund requirements over the life of the facility.

As NEPA requires, all federal, state and tribal agencies and interested and affected publics have
been kept informed of the process. Direct solicitation for comments from the agencies involved
including the State has been made.
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10-25 Natural gas pipeline accidents can result in evacuation of local population, property damage, and
personal injury. The potential for pipeline accidents is determined by a number of events,
including human activity near the pipeline, corrosion rates, incident history, operational regime,
adequacy of maintenance, inspection and surveillance programs, and length of pipe. The impacts
of an incident also are governed by a number of factors, especially the diameter of the pipe,
operating pressure, and proximity of humans to the pipeline.
Most of the northwest and national incidents described in the comment occurred on main natural
gas transmission lines that are usually 24 to 36 inches in diameter, transport large volumes of gas
at high pressure (typically 2,500 psi) and have long distance routes, often through highly
populated areas. As a consequence, the potential for a more severe incident is greater than for
smaller pipelines located in less developed areas. The proposed gas pipeline for the Wanapa
project would be approximately ten miles long, 24 inches in diameter, and would operate at a
maximum pressure of 600 to 800 psi. The pipeline route would be partially co-located with
existing utilities (other pipelines, roads) throughout its length. New right-of-way sections would
be mostly located across farmland and rangeland. Agricultural land that would be crossed would
remain in agricultural use. In combination, these factors reduce the likelihood of a severe incident
along the Wanapa pipeline.

Based on historical data, the potential for an accidental release along any particular portion of the
pipeline is statistically extremely low. The statistics presented in Table 3.11-2 were derived from
the U.S. Department of Transportation’s (USDOT) incident database, a database that summarizes
pipeline incident data throughout the U.S. and is continually updated. As mentioned above, the
potential for a release is further reduced by the fact that the pipeline would be located in sparsely
populated areas and in existing rights-of-way. The recent enactment of the Pipeline Integrity
Management Rule for natural gas pipelines also should result in the further reduction in pipeline
incidents, due to increased pipeline inspections and mandatory repair criteria.

The pipeline would be constructed in accordance with federal USDOT regulations, which
mandates safety standards for pipeline design and construction. These standards are designed to
minimize the potential for pipeline failure and accidental release. Construction of the pipeline is in
accordance with these standards, the location of the pipeline route, and the lower operating
pressure combine to minimize the potential for an accidental release that could impact
environmental resources or the local population.

Natural gas pipelines in the U.S. are the safest mode for transporting natural gas. Statistics from
1989 to 2000 indicate that on average, almost 3, 24, and 200 times more people die each year in
barge accidents, railroad accidents, and truck accidents, respectively, than die in all pipeline
related incidents (natural gas and petroleum products). On a comparative basis, the entire natural
gas infrastructure in the region of the facility is much safer than other forms of transportation to
which residents of the area are exposed.1

                                                          
1Peter F. Guerrero, Director, Physical Infrastructure Issues, United States General Accounting Office, Testimony Before the Subcommittee on Energy

and Air Quality, Committee on Energy and Commerce, House of Representatives, Pipeline Safety Status of Improving Oversight of the Pipeline
Industry, Tuesday, March 19, 2002, GAO-02-517T.
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The commenter states, “…in the Northwest alone natural gas pipelines have blown up five times
within the last five years.” and the number of incidents: “…February 1999, two incidents in
February 1997, March 1995, and two 2003 episodes.”

Construction of what is today the interstate natural gas system began in the early 1900s. The
federal standards concerning this system have evolved with the industry. The failures cited in the
Northwest are associated with one type of pipeline installed almost 50 years ago. The project
pipeline would comply with all applicable regulations and modern safety standards for new
pipeline construction.

A reliable analysis shows that the newer and recently constructed pipelines which were installed
under the stringent safety standards, are operating trouble free. For example, it is worthy of notice
that all natural gas pipelines episodes in the Northwest, (except the 1999 incident) occurred on the
same 46-year-old 26-inch mainline owned by Northwest Pipeline.1  Further, the same aging issue
also caused the 1999 failure.2  In contrast, the slightly newer Gas Transmission Northwest
(formerly PGT) pipeline system has had no significant pipeline accidents in its 40 years of
operation.3

Comparison of the safety of a new 10-mile pipeline built with the latest in technology and under
the most stringent modern standards of safety to anomalies in a system with relatively few failures
across its 180,000 miles4 of aging interstate pipeline may yield inaccurate results. The developers
of the project would require the construction of the project pipeline to be in accordance with the
most recent applicable regulations, laws, codes and standards developed to insure safety and avoid
the incidents that happened to the old pipelines which were built without such laws regulations,
codes and standards and safeguards in place.

1 Pipeline Safety Section History, Washington Utilities and Transportation
Commission Pipeline Safety Section Natural Gas Leak History, http://www.wutc. wa.gov

2 Seattle Times, December 20, 2003.
3 www.gtn.negt.com/safety/our_role.htm

4 www.ingaa.org

Mitigating Differences in the Wanapa Pipeline. The project’s gas pipeline is only 10 miles in
length compared to over 1,500 miles for Northwest or 612 miles for NGT. The project pipeline
runs through fairly level open terrain, unlike its interstate counterparts that run through remote
areas and rugged terrain with little or no access. Therefore, unlike the enormous, interstate
pipelines, the project pipeline’s entire length would be inspected. This results in the ability of the
project pipeline to internally inspected 100 percent of its 10-mile system as compared to
Northwest’s 17 percent5  and NGT 12 percent6  and to hydrotest a much higher percentage of its
10-mile system, as compared to Northwest’s 11 percent7  and NGT’s 1 percent.

5 Washington State Pipeline Inspection and Integrity Review Summary of
Preliminary Finding (Table: System Integrity Test),  
www.ops.dot.gov/ bellingham1/WAstatefinalsummary.htm

6 Id.
7 Id.
8 Id.

From the start of construction, the project’s 10-mile gas pipeline would use the latest technologies
in metal, coating, corrosion protection, welding methodology and other construction techniques.
The improvements in technology since construction of the pipelines cited as dangers in the
Northwest (e.g., modern fusion bond epoxy coatings versus coal tar coating or modern strong
carbon steel engineered to meet standards set by the American Petroleum Institute versus cast
iron)9 should greatly mitigate the dangers presented in the EIS comments.

9 www.naturalgas.org

From the perspective of the impacts on public health and the response needs of surrounding
communities, the addition of 10 miles of new natural gas pipeline to the hundreds of miles of older
pipelines already existing around these communities, would have no noticeable incremental
impact on public health or to the region’s preparedness requirements.

The commenter cites one example of a construction backhoe that caused a leak in a Northwest
Natural Gas pipeline requiring the evacuation of seventy-five people. Once again, the addition of
10 miles to the hundreds of miles of pipeline the region would have no noticeable incremental
impact. Further, the Northwest Natural Gas system is a distribution system, and as such, normally
would be a much greater risk of construction damage than the Wanapa system. Northwest Natural
must mark and monitor 12,000 miles1 of gas distribution systems, while Wanapa must mark and
monitor only 10 miles. New procedures introduced under the Pipeline Safety Improvement Act of
2002 should help mitigate the risks of third-party damage.

                                                          
1 www.nng.com.
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Beginning in 2000, the federal government began enlisting the states in cooperative effort to
improve pipeline safety by allowing more states to oversee a broader range of interstate pipeline
safety activities. State pipeline safety inspectors are an invaluable resource for the Office of
Pipeline Safety (OPS) because they are familiar with pipeline safety issues unique to their states.1

                                                          
1Guerrero, Id .

On December 17, 2002, the Pipeline Safety Improvement Act of 20021 was signed into law.
Congress crafted this legislation as an amendment to the 1994 Pipeline Safety Law, largely in
response to pipeline ruptures in Carlsbad, New Mexico and Bellingham, Washington. The act
applies to, among other facilities, interstate and intrastate natural pipelines and local distribution
companies.

This Act:

                                                          
1Pipe line Safety Improvement Act of 2002, 49 U.S.C.A. § 60101 et. seq.

Institutes mandatory inspections with periodic re-inspections of all U.S. oil;

Permits the USDOT to order corrective action of a pipeline facility, including physical
inspection, testing, repair, or replacement;

Requires implementation of integrity management programs by the end of this year;

Bolsters enforcement provisions by allowing for civil penalties for safety violations in an
amount between $25,000 and $100,000 for each violation, and in an amount between
$500,000 and $1,000,000 for a related series of violations;

Directs USDOT to encourage operators to adopt and implement certain best practices for
notification of leaks and ruptures (“one-call” systems);

Directs the National Institute of Standards and Technology and the Departments of
Transportation and Energy to work with an advisory committee to develop a plan that
addresses critical research and development needs to ensure pipeline safety, thus ensuring
continued progress in pipeline safety technology and knowledge; and

Established public education programs to advise municipalities, schools and other entities
on the use of the one-call notification system, possible hazards from unintended releases
from a pipeline facility, what to do in the event of a release, and so forth. Considering the
quantity of natural gas and other pipelines already existing in the area, the project would
cooperatively merge its procedures into those already established.

                                                          
1 Armgardt , President Bush Signs Pipeline Safety Improvement Act of 2002 Into Law,

www.articles.corporate.findlaw.com
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10-31 The facility and the pipeline are within ten miles of the towns of Umatilla and Hermiston. The
project would make the necessary arrangement with both of these cities’ fire and emergency
response teams to make fire and emergency services available for response to an incident. The
pipeline route does not have any sections that have poor accessibility (e.g., “remotely” located) –
the entire length (10 miles) could be readily accessed by emergency equipment from nearby roads
and along the rights-of-way in the event of a release or incident.

Transportation of flammable gas would be done in a safe, efficient and effective manner. As with
any responsible operator, a proper emergency response plan developed in coordination with local
communities would be in place. Given the presence of other laterals to power generation facilities
almost identical to the project and the hundreds of miles existing pipeline running through the
area, no significant changes should be required. The project would integrate itself into the existing
emergency response system.

10-32 Power plants are considered safer than most major industrial facilities. While fire and explosion
accidents occasionally have occurred at power plants, these plants are designed and operated
according to strict building, engineering, and operating codes and standards to minimize the
potential for serious incidents. The plant would hire the most skillful operators and would conduct
safety trainings to minimize human error in causing accidents. Staff of the Wanapa Energy Center
would include a risk management and compliance officer.

Risk of Fire and Explosion. The proposed project would use natural gas and distillate fuel oil for
equipment combustion firing, lubricating oil for equipment operation, and mineral oil for
transformer operation. The natural gas fuel would be used for powering the four combustion gas
turbines, duct firing in the four HRSGs, and building space heating

Natural gas would pose a fire and/or explosion risk because of its flammability. Although natural
gas would be used in significant quantities, it would not be stored onsite. Risk of fire and/or
explosion would be reduced through adherence to applicable laws, ordinances, regulations and
standards, and the implementation of effective safety management practices in all areas of the
generation plant. Fire prevention and suppression measures that would be included within key
areas are listed in the paragraphs that follow.



The generation plant fire protection system would include:

A dedicated firewater storage supply in the service water storage tank, sized in
accordance with National Fire Protection Association (NFPA) 850 to provide 2 hours of
protection from the on-site, worst-case single fire (NFPA 850, Recommended Practice
for Fire Protection for Electric Generating Plants and High Voltage Direct Current
Converter Stations);

An electric jockey pump and electric motor-driven main fire pump to increase the water
pressure in the power plant fire mains to the level required to serve all water fire fighting
systems;

A diesel engine-driven fire pump to pressurize the fire loop, if the power supply to the
main fire pump fails;

A dedicated underground firewater loop piping system with fire hydrants and the fixed
suppression systems supplied from the firewater loop;

Fixed fire suppression systems installed at determined fire risk areas such as
transformers, turbine lubrication oil equipment, and the cooling towers;

Sprinkler systems installed in the fire pump building as required by NFPA; and

Hand held fire extinguishers of the appropriate size and rating located in accordance with
NFPA 850 throughout the facility.

The combustion gas turbine-generator units would be equipped with

Gas detectors that alarm when combustible gas in the combustion gas turbine unit
enclosures reaches approximately 25 percent of the lower explosive limit;

Automatic shutdown controllers for the natural gas supply trip valves if the combustion
gas turbine concentration reaches 60 percent of the lower explosive limit;

Vent fans in the combustion gas turbine enclosures to ventilate any collected gas; and

Thermal fire detectors and smoke detectors located throughout the combustion gas
turbine generator enclosures; actuating one sensor would provide a high temperature
alarm on the combustion gas turbine control panel; actuating a second sensor would trip
the combustion gas turbine, turn off ventilation, close the ventilation openings, and
automatically release gaseous carbon dioxide to quench the fire.

The steam turbine-generator units would be supplied with

Bearing preaction water spray systems that would provide fire spray water to the steam
turbine-generator bearings in case of a fire; and

Fire detectors and an automatic water-deluge water spray system for the steam turbine-
generator lube oil areas.

Each major transformer would be supplied with

A deluge spray system in case of a fire;

Concrete foundations with crushed rock and curbs to contain a fire; and Block walls as
fire breaks between transformers.

The cooling towers would be supplied with a dry-pipe water spray system in case of a fire.

To control overpressure of the natural gas piping systems downstream of the valve station, relief
valves would be installed with discharge to a safe location. The released natural gas should rapidly
dissipate into the air. A system alarm would sound in the control room. No natural gas would be
released to the atmosphere from upstream of the control valve station.

A comprehensive communication plan would be developed to coordinate responses to fire and
explosion emergencies at the project site. This comprehensive plan would be part of the fire
prevention plan during operation. At least 90 days before the start of operation, a meeting would
be held that would include the plant operations and maintenance contractor, the developer, and
Fire District to coordinate all operational response requirements and communication details.

In addition to the safety systems, risk to the public and private property would be further reduced
by the Wanapa project’s location within a sparsely populated area. No residential or other
occupied structures are located immediately adjacent to the project facility. The closest residential
structure, which is the Two Rivers Correctional Facility, is approximately 1 mile from the plant.
Given the sparse population in the vicinity of the plant, the requirements for plant design, its
operation under applicable safety codes, and the presence of safety systems on site, the potential
risk to environmental resources or the local population is low.

Hazardous materials that would be used during the operation of the proposed project are listed in
Section 2.3.1.3. Hazardous materials such as paints and lubricants would be stored in the fenced
area to be located in a safe area. Any hazardous waste materials generated during construction or
operation would be periodically removed by and transferred to a licensed hazardous waste
disposal area by a waste disposal contractor.

Responses to Letter 10 Responses to Letter 10
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10-33 Although the commenter cites no authority for the assertion of a Presidential mandate, research
indicates that the reference is likely Executive Order 12114 passed by President Carter on January
4, 1979. This Executive Order only sets forth a requirement for federal agencies to establish
procedures to address impacts of certain actions. Section 3.1 explicitly limits the Order to
establishing these federal agency procedures and states that the Order does not create any cause of
action. The use of the Order to expand its intent to include the Wanapa project is incorrect.

However, even if the Order were applicable, Wanapa would not be required to address impacts of
increased production. Of the actions requiring agency procedures set forth in the Order, the only
provision potentially applicable in this situation would be Section 2-3 (b) “major Federal actions

significantly affecting the environment of a foreign nation not participating with the United States and
not otherwise involved in the action [emphasis added];”

The Wanapa project utilizes existing gas transportation capacity; as such, no environmental
decisions are required to be discussed for pipelines in Canada. The commenter implies that the
project’s presence in an existing, fully developed, export-import market fully approved by both the
Canadian and U.S. governments of 9.5 billion cubic feet of gas per day (9,500,000 decatherms
(Dth)/ day) would create significant environmental issues. Even if this implication was true, the
Executive Order applies only when the foreign nation is not involved. Canadian natural gas
exploration and production is heavily regulated at both the federal and provincial levels. Exports
and import to and from the U.S. are governmentally approved and an integral part of the energy
system of both countries. The Canadian government is fully engaged in all aspects of this market
from exploration through export. Therefore, even if the increased market for natural gas had
significant environmental impacts, this Executive Order would not apply because the Canadian
government fully participates in the action and would have addressed any environmental concerns
presented in Canada.

                                                          
1 http://www.capp.ca/default.asp?V_DOC_ID=690

 (2002 production numbers from the Canadian Association of Petroleum Producers).

Finally, Section 2-5 (i) explicitly exempts “actions not having a significant effect on the
environment outside the United States as determined by the agency.” The Wanapa Energy Center
would be an extremely minute participant in the U.S.-Canadian gas market. Even assuming all the
natural gas consumed by the project was imported from Canada, the project’s maximum
consumption of 250,000 Dth/day represents less than 1 percent of Canada’s 17,400,000 Dth/day
production.1 Nonetheless, as stated earlier, Canada has a well developed scheme to protect the
environment from potential issues created by increased production. The project does not create
any significant environmental impacts outside the U.S., and therefore, falls within the exclusion of
Section 2-5 of the Order.
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10-34 The cooling tower would be equipped with drift eliminators with highest commercially available
drift elimination efficiency (0.0005 percent of circulating water flow). In addition, to reduce the
PM10 contribution of the drift, the air permit would include TDS limits in the cooling tower (see
response to Comment 10-12). This TDS limit, to reduce PM10 would make it necessary to operate
the tower at lower cycles of concentration. The PM10 emission from the cooling tower would be
within the limits of the air permit. The USEPA checks the PM10 calculations in order to establish
limits. Air-cooled plant considerations are discussed in response to Comment 10-3.

10-35 The microbes that cause Legionnaire’s disease may occur in heating, ventilating and air
conditioning (HVAC) systems that incorporate moist or water-cooled sections and components.
These HVAC systems can have cooling towers associated with them; however, the towers are
usually utilized for non-contact cooling, where the cooling tower water is not in direct contact with
the HVAC components that move air (the cooling water does not directly contact the air). The
projects’ cooling towers would be treated with sodium hypochlorite, which is a highly effective
microbiocide. Uncontrolled microbiological growth in a cooling system can cause serious
interference with heat exchange and associated operating equipment so it must be controlled. The
project’s cooling system would be operated to meet all applicable laws and regulations and the
cooling water could not be utilized for HVAC systems.

10-36 The project would transmit its power across the 500-kV lines. Burial of the 500-kV lines are not
feasible. Reasonable circumstances for constructing transmission lines under ground would be
marine crossings or dense urban areas. The additional equipment required, such as insulating
fluids, high-pressure pumps, and temperature-monitoring equipment, would significantly increase
costs of construction. In addition, the relative difficulty of maintaining and repairing underground
transmission facilities make an underground line less reliable.

The commenter suggests that the new line would create an avian collision hazard. However,
studies have found that such problems occur only in very specific, localized situations where birds
in flight must frequently cross a power line within their daily use area. (Edison Electric Institute,
1994. Mitigating Bird Collisions With Power Lines: The State of the Art in 1994. Washington,
D.C.)

The commenter also suggests the line would cause significant visual impact and increase human
exposure to electromagnetic fields; however, the line would be located on mostly unpopulated
land. Finally, underground construction would cause substantially more ground disturbance than
overhead construction. Underground construction is not a reasonable alternative for a 500-kV line
because it offers no environmental advantages to overhead construction in this situation, would be
significantly more expensive, and would be less reliable with potential for harm and loss of life.
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10-37 The primary source of solid waste from a natural gas-fired power plant with SCR air emission
control systems are spent catalyst from the SCR and sludge generated by the water treatment
system. Other wastes are generated in small quantities and include office waste from plant
personnel and solvents, paint and used oils from plant maintenance.

The largest volume of waste would be from the water treatment system. The raw water treatment
system at the project would be a vendor-supplied system that would generate sludge from the
treatment of water. These wastes are not considered hazardous waste and would be transported
and disposed of off-site by a licensed contractor. Maintenance wastes, some of which are
hazardous, would be removed and disposed of off-site by a licensed contractor. Spent catalyst
from the SCR, which is removed periodically, also is a hazardous waste and would be handled by
a licensed contractor. Since none of these wastes would be disposed of on-site and licensed
contractors would handle all of these wastes, there would be minimal risk of these wastes being
released at the facility.

See response to Comment 10-22 related to the issue of SCONOx.
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10-38 Accumulated storm water from the site would be routed to a detention pond. The primary
contaminant would be suspended solids with minor amounts of oils and other materials. The storm
water pond would be lined so the potential for contamination of groundwater would be negligible.

The risk of oil contamination of storm water is greatest in the power block area where the
transformers and turbine lube oil tanks are located. All storm water from these and other such
areas would be routed through an oil/water separator to remove and collect any oil. Water from the
oil/water separator would flow to the retention pond. The oil/water separator would be regularly
inspected for proper operation and a licensed contractor would remove the collected oil on a
periodic basis.

The project would obtain a Storm Water Discharge Permit from the USEPA Region X and would
develop and implement a Storm Water Pollution Prevention Plan. This plan and implemented Best
Management Practices (BMPs) would meet all requirements of the permit.

Miscellaneous solvents, cleaners and lubricants that would be used for maintenance activities at
the plant would usually be stored and used in small consumer quantities such as those purchased
in hardware stores. Large quantities of these materials would not be used at the project facility.

10-39 See response to Comment 10-3.

Emissions of carbon dioxide (CO2), methane, and nitrous oxide from the project have been
estimated at the rates shown in Table _____ below when operating at maximum firing rates.

Table _____
Greenhouse Gas Emissions from Wanapa Energy Center

Pollutant
Annual Emissions

(1,000 tons)

Global Warming
Potential (GWP)

100-year

Annual Emissions,
CO2 Equivalent

(1,000 tons)
CO2 4,594.6 1 4,594.6
Methane 0.28 21 5.8
N2O 0.0055 310 1.7
Total 4,602.2

No mitigation measures for CO2 are required under NEPA. However, the project intends to
mitigate for CO2 emissions through the Wanapa Environmental Foundation.
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10-40 See Response to Comment 6-6

Construction traffic would be coordinated with local authorities so that traffic congestion would be
avoided. Due to the plant’s proposed location in a remote site, there would likely be no traffic
impacts in and around the project facility.

Based on the information from the nearby Coyote Springs project constructor, which was built by
the Washington Group in 1996 and 1997, the following information is available regarding labor
figures. On the Coyote Springs project, over 60 to 65 percent of the labor work force commuted
daily either locally or from the Tri Cities area (which is considered local). The remaining 35 to
40 percent stayed in motels or RV parks. The average stay for a worker was less than 1 year.
Washington Group indicates that very few of the craft or construction personnel brought their
families with them, resulting in no impact to the local schools. These families did, however,
contribute to local businesses by frequenting local restaurants, convenience stores, hotels, motels,
trailer and RV parks.

The project would comply with the State noise standards. In addition to meeting state noise
standards, the plant would not impact existing ambient noise levels locally. The nearest noise
receptors are more than 1 mile away at the Two Rivers Correctional Facility and a residence over
2.5 miles away; these receptors are not expected to be susceptible to any plant noise.

Regarding the property tax issue, see response to Comment 11-2.
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